
May 19, 2020 

Wastewater Compliance Assurance Program 
Department of Environmental Protection 
3301 Gun Club Road – MSC 7210-1 
West Palm Beach, FL 33406 

Re:   Fort Lauderdale Consent Order OGC No. 16-1487 
Consent Order Project 6(h): Force Main Condition Assessment (FMCA) 
FMCA Report Comments Response Letter 

The City of Fort Lauderdale (City) acknowledges receipt of comments dated May 4, 2020 
by the Florida Department of Environmental Protection (FDEP) on the Force Main 
Condition Assessment Report submitted on March 23, 2020. The purpose of this letter is to 
respond to the five comments issued. 

FDEP Comment No. 1 - All AC pipes need to be replaced. Any escalation near the pipe 
is expected to cause a failure in the pipe. No AC pipes should remain in the ground. They 
should be included in the list of CO projects. 

City Response to Comment No. 1: The City does not have any AC (asbestos-cement) 
force main pipelines in its system, therefore no additional pipeline replacement project 
needs to be added to the list of Consent Order (CO) projects. 

FDEP Comment No. 2 - There should be a table with all pipes included in the CO projects 
with a compliance schedule for completion of the repairs or replacements. 

City Response to Comment No. 2: A table with the compliance schedule for all the 
rehabilitation and replacement projects in the CO will be included in the FMCA report. 
The report will be reissued to include this information. 

FDEP Comment No. 3 - Bayview Drive from NE 21st Street to NE 37th Court and to the 
suction-side of Repump Station B should be added to the CO projects, considering the 
multiple breaks in this segment.  

City Response to Comment No. 3: To add the rehabilitation or replacement of the existing 
force main along Bayview Drive from NE 21st Street to the suction side of Repump Station 
B to Phase II of the CO a three-year extension to the Phase II deadline is requested to be 
granted by FDEP to complete the project. The City proposes the CO deadline to 
complete this project be extended to September 30, 2029.The need for an extension is 
based primarily on the extra time required for the City to fund, plan and allocate 
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Zara Mansoor, Environmental Specialist I, FDEP 
Chris Lagerbloom, City Manager 
Rob Hernandez, Deputy City Manager 
Rhonda M. Hasan, Assistant City Attorney  
Aneisha Daniel, Deputy Director - Public Works 
Dr. Nancy Gassman, Assistant Public Works Director - Sustainability 
Talal Abi-Karam, Assistant Public Works Director - Utilities 
Jill Prizlee, Acting Assistant Public Works Director - Engineering 
Omar Castellon, Chief Engineer 
Viviana Torres Ortiz, Acting Senior Project Manager  
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